In the present study, performance analysis of a multi effect distillation with thermos vapor compressor (MED-TVC) desalination system coupled to a combined cooling, heating and power (CCHP) system with gas turbine prime mover has been carried out to cogeneration of cooling, heating, power and potable water. The system incorporates air compressor, combustion chamber, gas turbine, triple pressure heat recovery system generator (HRSG), absorption chiller and MED-TVC. A thermodynamic modeling based on mass and energy balance equations is applied for each component of the integrated system. The engineering equation solver (EES) software was used for modeling. It is found that the efficiency of the integrated system reached to 84% (the efficiency of the gas turbine cycle was 32%). Furthermore, a parametric study has been presented in order to investigate the effects of the operational parameters on the performance of the integrated system.
INTRODUCTION
Energy and energy saving are one of the crucial items all around the world. Problems with energy supply and its use are related not only to global warming, but also to environmental concerns such as air pollution, acid precipitation, ozone depletion, forest destruction and emission of radioactive substances [1] . These issues must be taken into our consideration simultaneously if humanity is to achieve a bright energy future with minimal environmental impacts [2] [3] [4] .
Cogeneration is one of the best energy saving methods to make a more efficient usage of fuels and achieve environmental improvements. Cogeneration makes it possible to produce electricity and useful thermal energy from the same energy resource. The requirements of cogeneration may be met in many ways, such as steam and gas turbines, fuel cells and Sterling engines [5] [6] . A part of heat production of a site may be used for handling an absorption chiller and thereby the cooling demand of the site will be covered and/or for operating a desalination plant to produce fresh water. In fact, in such a case the most beneficial way to use primary energy is applied, because it makes system possible to produce power, heat, cold and fresh water simultaneously.
Water exists in huge amount on earth but only a small fraction has suitable conditions for drinking and irrigation [7] . Desalination is one of the most important processes to provide water to population in water scarcity areas. But desalination processes consume a lot of energy that unfortunately the majority of their energy requirements is obtained from oil or natural gas [8] .
Today, distillation and membrane methods are the two main seawater desalination processes. Among these methods, multi stage flash (MSF), multi effect distillation (MED), vapor compression (VC) and reverse osmosis (RO) are suitable for the large and medium capacity of freshwater production [9] . MSF and MED seawater desalination systems are suitable for being coupled with power plants because they could utilize the waste heat from power cycle for improving the fuel efficiency of the whole plants. In the other words, they usually use the waste energy of flue gas (which is emitted from gas turbine cycles) and extracted vapor of steam turbines or heat recovery steam generator (HRSG). Compared with the most widely used MSF desalination, MED and multi effect distillation thermal vapor compression (MED-TVC) have the advantages of lower corrosion and scaling rates, lower capital cost, longer operation life and less pumping power consumption [10] .
So far, many researchers have studied dual purpose (combined power and water) plants. Johansen et al [11] evaluated four combined heat and power (CHP) plants coupled to several desalination processes. They showed Journal of Thermal Engineering, Research Article, Vol. 4, No. 3, pp. 1963 -1983 , April, 2018 1964 that by using a gas turbine, an HRSG and a back pressure steam turbine together with a MED-RO desalination system, high effective energy utilization can be achieved.
Wade [12] reviewed energy and cost allocation methods in dual purpose plant of power and desalination. He studied the integration of gas turbine power plants and CHP cycles with RO and MSF desalination plants. Cardona and Piacentino [13] optimized a combined cycle with both production of electricity and fresh water from the exergo-economics point of view. Their study involved a combination of RO and MSF desalination systems in which exhaust waste energy from the power cycle entered to the MSF section and also power was supplied to the RO section and MSF auxiliary equipment. Darwish and Najem [14] proposed using gas turbine with RO and MSF desalination units for efficient usage of the same energy source. Rensonnet et al [15] carried out thermoeconomic analysis of different configurations of gas turbine dual purpose power and desalination and also hybrid plants. They modeled combined Gas turbine with RO, combined cycle with RO, combined cycle with MED and a hybrid plant arrangement combining combined cycle, MED and RO. Wang and Lior [16] [17] presented a thermodynamic model for integrated MED-TVC and humidified gas turbine cycle. Chacartegui [18] considered the performance of a cogeneration plant -combined power plant and desalination -with a stationary lumped volume model. Khoshgoftar Manesh and Amidpour [19] applied an evolutionary algorithm to multi-objective thermoeconomic optimization of coupling MSF plant with a pressurized water reactor (PWR) nuclear power plant. Ansari et al [20] carried out thermoeconomic optimization of a typical PWR plant coupled to a MED-TVC desalination system. They used Total Revenue Requirement (TRR) method for economic analysis. Hosseini et al [21] investigated the effects of equipment reliability in thermoeconomic analysis of a combined power and MSF water desalination plant. In the other research, Hosseini et al [22] performed cost optimization of a dual production plant considering exergetic, environmental and reliability concepts. Shakib et al [23] studied thermodynamic and economic aspects of MED-TVC. The MED-TVC was combined with gas turbine power plants, an Alstom GE13E plant that had stood at the south of Iran, near seashore, and had a nominal output power of 165 MW. In the other research [24] , they performed an optimization using two heuristic algorithms, namely, genetic algorithm (GA) and particle swarm optimization (PSO). Esfahani and Yoo [25] conducted a feasibility study of an integrated system comprising a steam injected gas turbine and MED-TVC. Almutairi et al. [26] carried out energetic and exergetic analysis of a gas turbine integrated with ME-TVC-MED system. They concluded that by increasing of the compressor pressure ratio and feed water temperature, the efficiency of the combined system improved. Hanafi et al [27] performed thermoeconomic analysis of a combined gas turbine MED-TVC system. Their results showed that the production cost of the power and potable water is 20.6 % less than their standalone production. Sanaye and Asgari [28] modeled, analyzed and optimized an integrated gas-turbine combined-cycle power plant with Multi-stage Flash (MSF) desalination unit using multi-objective genetic algorithm method.
However, to our knowledge, no previous investigation has proposed or assessed the integration of MED-TVC with gas turbine based CCHP plant. The sub-objectives of this research paper are multi-fold, and include:  To develop a novel configuration of gas turbine based CCHP plant integrated with MED-TVC to combined cooling, heating, power and potable water.  To consider a triple pressure HRSG to produce steam in three levels.  To comprehensively thermodynamic model of the proposed system.  To perform parametric study to see the effect of variations of operating parameters on the performance of the integrated system.
SYSTEM DESCRIPTION
The schematic diagram of the proposed system is shown in Fig.1 . This plant consists of air compressor, combustion chamber, gas turbine, triple-pressure HRSG, lithium bromide-water absorption chiller and MED-TVC.
Ambient air enters the air compressor at point (1) and, after compression at point (2), it leaves compressor. This hot air enters combustion chamber at point (2) which is fueled by fuel injected into the combustion chamber at point (F). After combustion reaction, hot exhaust gas is produced at point (3). Next, the hot gases leaving combustion chamber are expanded through a gas turbine to produce power. At point (4) hot flue gases leave gas turbine and enter heat recovery steam generator (HRSG) in which energy of flue gases is being utilized to produce steam. Here we used triple pressure HRSG to produce steam in three levels (saturated low pressure ( MED-TVC desalination plant
The water vapor after boiling in evaporator enters the absorber at point (16) . In the absorber, it mixes with weak solution that enters absorber at point (17) and its heat is rejected by cooling water (19) (20) . The strong solution leaves the absorber at point (18) and pumped to the pressure of the point (21) . This strong and high pressure solution is heated through heat exchanger and enters generator at point (7) . The exhaust weak and high pressure solution of heat exchanger enters absorber at point (17) after pressure drop through expansion valve.
The saturated MP steam is used to run a MED-TVC desalination plant. The main components of that are the steam ejector (which acts as the heart of the system), falling film evaporators (effects) and a condenser (Fig.1b) . The saturated steam which is fed from HRSG enters steam ejector at point (24) and after mixing with the return steam from the n th effect (point (25) ) expands to the pressure of the first effect at point (26) . This steam is converted to superheated steam because of expansion and it needs to become saturated steam to enter the first effect. Then a de-superheater is used in that a part of leaving fresh water from the last effect is mixed with the superheated steam (point (26) ) to convert to saturated steam (point (27) ). The saturated steam enters the first effect and rejects its latent heat to the sea water and condenses and a part of it (equal of the amount of the steam that fed from HRSG) returns to HRSG by a pump. The remainder joints to the fresh water line. The vapor formed in the first effect (point (31) ) is directed to the second effect. Another part of the seawater that is named brine (point (29) ) enters the next effect. The vapor generated in each effect is passed through demisters and enters the next effect to transfer heat to the feed seawater. This trend is continued all over the effects and the heat of the last effect is absorbed by condenser and used to preheat the seawater. The brine is collected from all of the effects and rejected to sea (point (54)). Also a heat exchanger is used to preheat the feed seawater that enters the first three effect (point (62)). The fresh water is left at the desired temperature at point (61).
Feed-water preheating has two advantages: the first one is preheating of the feed for the effects number 1, 2 and 3, which leads to reduction of the total energy consumption and exergy destruction, the second advantage is reduction of the product water temperature which reduces the amount of exergy loss to environment.
The superheated HP steam that is generated by the HP evaporator of the HRSG will be utilized as process steam, directly (point (w7)).
THERMODYNAMIC ANALYSIS
The energy analysis is presented in this section. Engineering Equation Solver (EES) is used as the main software for all calculations. For thermodynamic analysis, the principles of mass and energy conservations are applied to each system component. The following assumptions are considered in this work:  All processes are considered to be working as state and steady flow.

The volumetric composition of the inlet air is 75.98% N2, 20.18% O2, 0.03% CO2 and 3.81% H2O [29] .  Pressure drop along the HRSG and combustion chamber is supposed to be 5% and 3%, respectively [5] .  The fuel is methane with a low heating value of 50,010 kJ/kg [5] .  Air compressor and gas turbine are considered adiabatic [5] .  There is no pressure drop heat loss in pipelines.  There is no heat loss in absorption chiller and MED-TVC components [24] .  Vapor formed in each effect is free of salt [24] .  Final reject salinity is assumed 70000 ppm [24] .  Heat transfer area of evaporators 2 to N is the same [24] . The following equations are the energy balance for the components of the system:
Gas Turbine Cycle
To calculate the air compressor efficiency (η C ) Equation (1) is used, which is presented by Korakianitis and Wilson [30] : 
rc is the compressor pressure ratio. The compressor required power is calculated as below:
where w is the humidity ratio and h is the enthalpy. The heat input of cycle is obtained by energy balance on combustion chamber:
where λ is the fuel to air ratio. The gas turbine efficiency is calculated through Equation (4), as compressor efficiency [30] :
The turbine power generation is as follow:
After calculating the above mentioned parameters, the net power output of the cycle is calculated: The pinch-point is defined as the temperature difference between the exhaust gas at the end of the evaporator (side economizer) and the saturated steam. The triple-pressure HRSG has three pinch points (PPLP, PPMP and PPHP). Also the temperature difference between the water leaving the economizers (Tw2, Tw4 and Tw6) and the saturated steam of evaporators (Tsat,LP, Tsat,MP and Tsat,HP) are called the approach points (APLP, APMP and APHP). The approach points depend on economizers tube layouts. Here we supposed that they are the same and equal to 5℃.
HRSG
The feed water enters to LP economizer with temperature of Tw1 and is heated to Tw2 by extracting heat of the flue gas. The Tw2 is calculated as follows:
Similarly, Tw4 and Tw6 are calculated:
T w6 = T sat,HP − AP HP (9) As it seen from the Fig. 2 , we have:
T w5 = T w4 (11) By using the above mentioned equations, all of temperatures in water side of HRSG are found. The flue gas enters HRSG with the temperature of T4 (or T4,g1). T4,g3, T4,g5 and T4,g7 are calculated from the Equations (12) (13) (14) :
T 4,g5 = T sat,MP + PP MP (13)
T4,g3 is the flue gas exhaust temperature from the HRSG and it is temperature that flue gas can be cold to prevent from reaching to the dew point.
By applying energy balance for the economizers of HRSG, feed water mass flow rate (or heating mass flow rate) and also T4,g4 and T4,g6 are obtained: 
The amount of process heat is calculated as below:
Q̇h eating = ṁh eating (h w,7 − h w,1 )
Absorption Chiller
In the absorption chiller, mass conservation includes the mass balance of total mass and each component of the solution [31] : 
Q̇g en = ṁ8h 8 + ṁ9h 9 − ṁ7h 7 (30)
The amount of cooling capacity of the chiller is equal to the evaporator load:
MED-TVC Desalination Plant
The mass balance for the entire of the MED-TVC system (black box shown in Fig.3 ) can be performed as follows: 
where ṁ2 4 , ṁ2 5 and ṁ6 3 are the mass flow rate of the ejector motive steam, withdrawn vapor from effect n by steam ejector and water consumed in de-superheater, respectively. Effects 1,…,N To have an efficient operational condition, it was supposed that the temperature difference of all effects is the same [32] :
T 1 = T s − ∆T (42)
If D(i), B(i), and f(i) are assumed to be the mass flow rates of steam, brine, and feed water of the ith effect, respectively and if the latent heat and the specific heat capacity of water in the ith effect are indicated by L(i) and Cp(i), the mass and energy balance for the effects of 1,…,N will be as follows [33] :
Effects 1, 2 and 3 
 Feed water heater The energy balance for feed-water heater can be calculated as follows:
 Condenser A vapor produced in the last effect enters the condenser and condenses by seawater. Also seawater is preheated. Another part of seawater used as coolant in the condenser is rejected to the sea. The mass and energy balance for the condenser are as follows:
where ṁ5 7 , F, and Rej are the mass flow rates of condenser cooling water, feed water MED and the rejected water from desalination system, respectively. D(N) is the total rate of the exhaust steam of the effect D r (N) is the rate of the withdrawn steam from the effect N. T f and T sw are the feed water and sea water temperatures, respectively. One of the most important characteristics of thermal desalination plants is gain output ratio (GOR), the ratio between the mass of produced fresh water and that of the consumed motive steam:
The useful load of the MED-TVC plant is obtained as follows:
The thermal efficiency defines as the ratio of useful forms of energies produced by the system (cold, heat, power and fresh water) to the input energy of fuel that is supplied to the system. According to this definition, the efficiency for the proposed system is given by: η system = Ẇ net +Q̇h eating +Q̇c ooling +Q̇d esalination ṁ fuel * LHV (56) where, LHV is the low heating value of the fuel (methane).
DISCUSSION AND RESULTS

Model Verification
To validate the present model and simulation results, for gas turbine cycle, absorption chiller and MED-TVC, the available data in the References [5] and [33] were used. A comparison of the simulation results with those reported in the literature, for the stand alone gas turbine cycle, absorption chiller and MED-TVC was shown in Tables 1-3 . The results indicate a good agreement between the values of parameters calculated in this work and those reported in the literature. 
Energy Analysis Result
For the considered system, the input data and assumptions are listed in Table 4 . These parameters are used for the thermodynamic evaluation of the system in the base case. Table 5 shows the thermodynamic properties as the temperature, pressure, mass flow rate, enthalpy and entropy for the points (states) of the combined cycle (see Fig.1 ) operating on the conditions that specified in the Table 4 . The figures given in Table (5) could be helpful to evaluate streams' characteristics. The main operational and performance parameters of the considered cycles and also combined cycle are listed in Table 6 . Combined system 84.6 Efficiency of the system (%)
PARAMETRIC STUDY
In this section, the effects of the important operational parameters such as compressor pressure ratio, gas turbine inlet temperature, pressures (LP, MP and HP) of the drums of the HRSG, LP, MP and HP pinch points and the temperature differences between the effects of the MED are considered for the parametric study of the proposed system performance.
Effects of the Compressor Pressure Ratio
The changes in cooling, heating and fresh water productions, fuel consumption and also efficiency of the system with the variation of air compressor pressure ratio (rc) are shown in Fig. 4 . As pressure ratio increases, the fuel consumption decreases. This is because of the increase of the air temperature and flow rate that enters the combustion chamber. Namely, when the inlet air energy increases, less fuel is consumed to meet the energy balance necessities (see Fig. 4a ). The compressor power consumption and turbine power generation increase at high pressure ratios. Because the net power of gas turbine cycle has been assumed to be constant, then this phenomenon has no effect on the net power generation. By increasing the pressure ratio, cooling and fresh water productions decrease at first and then increase. This phenomenon is because of the variations of the passing gas over the low and medium pressure evaporators and consequently variations of the vapor productions of these evaporators (see Fig. 4b and c) . The heating power of the plant decreases because of the decrement of the passing gas over the high pressure superheater (see Fig. 4b ). All of these effects tend to increment of the system efficiency with the increase of the air compressor pressure ratio (see Fig. 4d ). Fig. 5 shows the variations of cooling, heating and fresh water productions, fuel consumption and efficiency of the system with respect to the changes of the turbine inlet temperature. As the turbine inlet temperature increases, considering energy balance in the combustion chamber, the fuel consumption increases (see Fig. 5 a) . But because of the constant net power generation (30 MW), the flow rate of air that enters combustion chamber decreases. The decrement of air flow rate much more than fuel consumption. Then the amount of the energy of the inlet and also outlet gas of the turbine decreases. Consequently, heating, cooling and fresh water productions decrease and also the system efficiency decrease with respect to the increment of the turbine inlet temperature (see Fig. 5 b, c and d). 
Effects of the Turbine Inlet Temperature
Effects of Variations of the Pressure in LP Evaporator of the HRSG
The variation of the LP has no effect on the fuel consumption. Combustion is occurred in the combustion chamber and just the energy of the turbine exhaust gas is recovered in the HRSG. Then the variation of pressures in the evaporators of the HRSG has not any effect on the fuel consumption. By increasing the LP, the saturation temperature in the LP evaporator of the HRSG and also the LP evaporator outlet gas temperature increase (Eq. (14)). This effect tends to the increment of the heating flow rate Eq. (15) and also amount of the heating (see Fig.6  a) . Conversely, LP increment tends to the decrement of the steam flow rates that are needed for the absorption chiller and also MED-TVC (Eqs. (18) and (19)). Then amount of cooling and fresh water productions are decreased (see Fig.6a and b) . Whereas the increment of the heating power is much more than the cooling and fresh water productions, then the system efficiency increases as the increment of the LP (see Fig.6 c) .
Effects of Variations of the Pressure in MP Evaporator of the HRSG
Fuel consumption remains constant with changes in MP. As mentioned in the previous section, the variation of the HRSG's pressures has no effect on the fuel consumption. The MP increment leads to increment of the outlet gas temperature of the MP evaporator (Eq. 13) and also MP economizer outlet water temperature (Eq.8). Since water and gas temperatures of LP economizer and evaporator and also HP evaporator and superheater remain constant, the heating flow rate (Eq.15) and temperature (Eq.21) do not change with the increment of the MP (see Fig.7 a) . But increasing of the MP decreases the cooling and fresh water productions because of the decrement of the amount of the steam productions in LP and MP evaporators, respectively (see Fig.7a and b) . Consequently, the system efficiency increases slightly by the increment of the MP (see Fig.7 c) .
Effects of the Variations of the Pressure in HP Evaporator of the HRSG
The variation of the HP has no effect on the cooling power of the plant (see Fig.8 a) . Because HP increments does not affect the LP economizer and evaporator inlet and outlet flows. Then heating flow rate remains constant (Eq. 15). On the other hand HP increment increases the inlet gas temperature of the MP evaporator (Eq. 17) that tends to the increment of the amount of the steam that runs the MED-TVC (Eq. 19). Then fresh water production increases (see Fig.8 b) . Although the HP steam flow rate remains constant, but the superheat steam temperature decreases slightly (Eq. 21) and tends to the decrement of the heating power (see Fig. 8 a) . These effects all tend to the increment of the system efficiency with the increment of the HP (see Fig.8 c) . 
Effects of the Variations of the Temperature Difference between the Effects on the Performance of the MED-TVC
By increasing the temperature difference between the effects, the temperature and also the pressure of the next effect decreases (Eq. 43). In this condition the heat transfer from the motive steam increases and tends to the increment of the fresh water production and also GOR (see Fig.9a and b) . Then the system efficiency increases (see Fig 9 c ). It also leads to the decrement of the product average temperature (see Fig 9 d 
CONCLUSIONS
In this research paper, a comprehensive thermodynamic model of a new integrated multi-generation (cooling, heating, power and potable water) system was carried out. In this system a multi effect distillation thermal vapor compression (MED-TVC) was integrated in a combined cooling, heating and power (CCHP) system with gas turbine prime mover. For this integration a triple pressure heat recovery steam generator (HRSG) was used. The low pressure and medium pressure of the HRSG were used to the handling of an absorption chiller for cooling and a MED-TVC desalination system for potable water production, respectively. Also the high pressure superheated steam was used for process utilities, directly. A systematic investigation of the effects of system parameters on performance such as system efficiency, cooling and heating power, potable water production and gain output ratio of the MED system was done. It is found that, the efficiency of the integrated system reached to 84%, whereas the gas turbine efficiency was 32%. With increasing of the compressor pressure ratio, the system efficiency, fuel consumption and heating power have ascending trend. But the cooling power and fresh water production decrease at first and after getting a minimum value then increase. By increasing the turbine inlet temperature, the fuel consumption increases, whereas the cooling and heating power and also the fresh water productions and the system efficiency decrease. The pressures (LP, MP and HP) of the HRSG has no effect on the fuel consumption. Also heating and cooling power are constant with the variations of the MP and HP, respectively. The cooling power and fresh water production increase with the increment of the LP and MP whereas increment of the HP cause to the increment of the fresh water production. The heating power increases when the LP deceases and HP increases. It is found that the system efficiency has an ascending trend with the increment of all the above mentioned parameters (LP, MP and HP). It is also concluded that by increasing the temperature difference in the effects of the MED-TVC desalination plant, the fresh water production and gain output ratio (GOR) increase and the product outlet temperature decreases. 
NOMENCLATURE
